IDEM

INDIANA DEPARTMENT OF ENVIRONMENTAL MANAGEMENT
We Protect Hoosiers and Our Environment.

100 N. Senate Avenue - Indianapolis, IN 46204

(800) 451-6027 - (317) 232-8603 + www.idem.IN.gov

Michael R. Pence Thomas W. Easterly
Governor Commissioner

November 8, 2013
VIA ELECTRONIC MAIL

Mr. Willard Ladd, Manager

St. Joseph Energy Center

c/o Development Partners Group
11 Martine Ave.

White Plains, NY 10606

Dear Mr. Ladd:

Re:  Correction to Permit No. IN0064122
St. Joseph Energy Center
New Carlisle, IN, St. Joseph County

A final NPDES permit for the St. Joseph Energy Center was sent to your attention on
November 7, 2013. It was discovered that corrections to the permit number are necessary to
correct typographical errors to correct the permit. Enclosed are those pages along with a
corrected briefing memo. The effective date shall remain December 1, 2013.

This Office regrets any inconvenience this may pose. If you have any questions concerning
your NPDES Permit, they should be directed to the permit manager, Nikki Gardner at (317)
232-8707 or ngardner@idem.in.gov.

Sincerely,

B K

Stan Rigney, Chief
Industrial NPDES Permit Section
Office of Water Quality

Enclosure

cc: U.S. EPA, Region V
St. Joseph County Health Department
Robin Richards, Environ
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INDIANA DEPARTMENT OF ENVIRONMENTAL MANAGEMENT
We Protect Hoosiers and OQur Environment.

100 N. Senate Avenue - Indianapolis, IN 46204

(800) 4516027 + (317) 232-8603 « www.idem.IN.gov

Michael R. Pence Thomas W. Easterly
Governor Commissioner

November 8, 2013
VIA ELECTRONIC MAIL

Mr. Willard Ladd, Manager

St. Joseph Energy Center

¢/o Development Partners Group
11 Martine Ave.

White Plains, NY 10606

Dear Mr. Ladd:

Re:  NPDES Permit No. IN0064122
St. Joseph Energy Center
New Carlisle, IN, St. Joseph County

Your application for a National Pollutant Discharge Elimination System (NPDES) permit for
authorization to discharge into the waters of the State of Indiana has been processed in
accordance with Section 402 and 405 of the Federal Water Pollution Control Act, as amended
(33 U.S.C. 1251, et seq.), and IC 13-15, IDEM’s permitting authority. All discharges from this
facility shall be consistent with the terms and conditions of this permit.

One condition of your permit requires periodic reporting of several effluent parameters.
Reporting is to be done using the enclosed state discharge monitoring report form. We have
included enough forms to establish a supply for approximately four months of reporting. You
should duplicate this form as needed for further reporting. This form is also available on the
internet at the following web site:

hitp://www.in.gov/idem/5104.htm

Additionally, you will soon be receiving a supply of the computer generated preprinted federal
NPDES DMR forms. Both the state and federal forms need to be completed and submitted on a
routine basis. If you do not receive the preprinted DMR forms in a timely manner, please call
this office at 317-232-8670.

Another condition which needs to be clearly understood concerns violation of the effluent
limitations in the permit. Exceeding the limitations constitutes a violation of the permit and may
subject the permittee to criminal or civil penalties. (See Part I A.2.) Itis therefore urged that
your office and treatment operator understand this part of the permit.

An Equal Opportunity Employer A State that Works @ Recycled Paper



Responses to comments received from the St. Joseph County Health Department, M.A. Swope,
Brian Bailey & Karen Bailey, Ryan & Amber Bailey, Joseph & Brandi Zolvinski, the St. J oseph
‘County Surveyor, and Mr. John Daly, pertaining to the Antidegradation Demonstration are
contained in the Post Public Notice Addendum. Responses to comments received in letters from
Environ and Mr. John Daly, as well as emailed comments from Mr. Donald Myers, Mr. John
Daly, and Mrs. Mary Countryman, pertaining to the draft NPDES permit are also contained in
the Post Public Notice Addendum. The Post Public Notice Addendum is located at the end of
the Fact Sheet.

It should also be noted that any appeal must be filed under procedures outlined in IC 13-15-6,
IC 4-21.5, and the enclosed Public Notice. The appeal must be initiated by filing a petition for
administrative review with the Office of Environmental Adjudication (OEA) within eighteen
(18) days of the mailing of this letter by filing at the following address:

Office of Environmental Adjudication
Indiana Government Center North
100 North Senate Avenue, Room 501
Indianapolis, IN 46204

Please send a copy of any written appeal to me at the IDEM, Office of Water Quality - Mail
Code 65-42, 100 North Senate Avenue, Indianapolis, Indiana 46204-2251.

If you have any questions concerning the permit, please contact Nikki Gardner at 317/232-8707
or ngardner@idem.in.gov. Questions concerning appeal procedures should be directed to the
Office of Environmental Adjudication, at 317/232-8591.

Sincerely,

. ~f5 ~ P"A@Z ht A

Paul Higginbotham, CHigf
Permits Branch

Office of Water Quality

Enclosures

cc: U.S. EPA, Region V
St. Joseph County Health Department
Robin Richards, Environ
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STATE OF INDIANA
DEPARTMENT OF ENVIRONMENTAL MANAGEMENT
AUTHORIZATION TO DISCHARGE UNDER THE
NATIONAL POLLUTANT DISCHARGE ELIMINATION SYSTEM

In compliance with the provisions of the Federal Water Pollution Control Act, as
amended, (33 U.S.C. 1251 et seq., the “Act”), Title 13 of the Indiana Code, and
regulations adopted by the Water Pollution Control Board, the Indiana Department of
Environmental Management (IDEM) is issuing this permit to

ST. JOSEPH ENERGY CENTER, LLC

The permittee is authorized to discharge from a combined-cycle gas turbine power plant
that is located at 54801 Walnut Road, New Carlisle, Indiana, to receiving waters named
the Niespodziany Ditch in accordance with effluent limitations, monitoring requirements,
and other conditions set forth in Parts I, I, and IIT hereof. This permit may be revoked
for the nonpayment of applicable fees in accordance with IC 13-18-20.

Effective Date: December 1. 2013

Expiration Date: November 30, 2018

In order to receive authorization to discharge beyond the date of expiration, the
permittee shall submit such information and forms as are required by the Indiana
Department of Environmental Management no later than 180 days prior to the date of
expiration.

Signed on November 8, 2013 for the Indiana Department of
Environmental Management.

L (

Paul Higginbotham, Clﬁ’ef 4
Permits Branch
Office of Water Quality
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EFFLUENT LIMITATIONS AND MONITORING REQUIREMENTS

1. The permittee is authorized to discharge from the outfall listed below in
accordance with the terms and conditions of this permit. The permittee is

authorized to discharge from Outfall 001. The discharge is limited to
cooling tower blowdown (RO system, boilers, cooling towers, and

dechlorination systems, collectively). Samples taken in compliance with
the monitoring requirements below shall be taken at a point representative

of the discharge but prior to entry into the Niespodziany Ditch. Such
discharge shall be limited and monitored by the permittee as specified

DISCHARGE LIMITATIONS |2, 6, 7, 8]

Quality or Concentration

below:
Table 1
or Loading
Daily Monthly
Maximum Units Average
Report MGD -
mmm ——mn 30
- - 15
m—nn Ibs/day  0.01
———- Ibs/day  0.26
- Ibs/day 0.2
——- - Report
- —— Report
Table 2
Quality or Concentration
Daily
Minimum Maximum Units
6.0 s.u.

The permittee shall measure and report the identified metals as total recoverable

metals.

Daily

Maximum

100

20
0.02
0.52
0.2
Report
Report

Monitoring  Requirements
Measurement  Sample
Units  Frequency Type
- Daily 24 Hour Total
mg/1 1 X Week Grab
mg/l 1 X Week Grab
mg/l 1 X Week Grab
mg/l 2 X Month 24 Hr. Comp.
mg/l 2 X Month 24 Hr. Comp.
ng/l 6 X Year Grab
°F Daily Grab
Monitoring ~ Requirements
Measurement ~ Sample
Frequency Type
Daily Grab

See Part I.B. of the permit for the Narrative Water Quality Standards.

See Part I1I.A. of the permit for Thermal Requirements.

The water quality based effluent limit (WQBEL) for TRC is less than the limit of

quantitation (LOQ) as specified below. Compliance with this permit will be
demonstrated if the effluent concentrations measured are less than the LOQ.
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If the measured concentration of TRC is greater than the water quality based
effluent limitations and above the respective LOD specified in the table below in
any three (3) consecutive analyses, or any five (5) out of nine (9) analyses, then
the discharger shall:

(D) Determine the source of the parameter through an evaluation of
sampling techniques, analytical/laboratory procedures, and waste streams
(including internal waste streams), and re-examine the
chlorination/dechlorination procedures.

2) The sampling and analysis for TRC shall be increased to 2 X Week and
remain at this increased sampling frequency until:

(a) The increased sampling frequency for TRC has been in place for at
least two weeks;

(b) At least nine (9) samples have been taken under this increased
sampling frequency; and

(c) The measured concentration of TRC is less than the LOD specified
in the table above in at least seven (7) out of the nine (9) most
recent analyses.

Parameter Test Method LOD LOQ
Chlorine 4500-C1-D,E or 4500-C1-G  0.02 mg/1 0.06 mg/1

Case-Specific LOD/LOQ

The permittee may determine a case-specific LOD or LOQ using the analytical
method specified above, or any other test method which is approved by the
Commissioner prior to use. The LOD shall be derived by the procedure specified
for method detection limits contained in 40 CFR Part 136, Appendix B, and the
LOQ shall be set equal to 3.18 times the LOD. Other methods may be used if
first approved by the Commissioner.

Mercury monitoring shall be conducted bi-monthly in the months of February,
April, June, August, October, and December of each year for the term of the
permit using EPA Test Method 1631, Revision E.

After six (6) samples have been completed over the course of the first year of
monitoring, the permittee may submit a request for review of all mercury
monitoring data for the consideration of a reduction of mercury monitoring. Bi-
monthly (6 X Yearly) monitoring shall continue until a permit modification is
approved.
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The following EPA test methods and/or Standard Methods and associated LODs
and LOQs are to be used in the analysis of the effluent samples. Alternative
methods may be used if first approved by IDEM.

Parameter EPA Method LOD LOQ
Mercury 1631, Revision E 0.2 ng/l 0.5 ng/l

In the event that changes are to be made in the use of water treatment additives
including dosage rates contributing to Outfall 001 , the permittee shall notify the
Indiana Department of Environmental Management as required in Part I1.C.1 of
this permit. The use of any new or changed water treatment additives or dosage
rates shall not cause the discharge from any permitted outfall to exhibit chronic or
acute toxicity. Acute and chronic aquatic toxicity information must be provided
with any notification regarding any new or changed water treatment additives or
dosage rates.

See Part II1.C. of the permit for PCB Prohibition and monitoring requirements.

See Part I11.D. of the permit 126 Priority Pollutant monitoring requirements.
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B. NARRATIVE WATER QUALITY STANDARDS

At all times the discharge from any and all point sources specified within this
permit shall not cause receiving waters:

1. including the mixing zone, to contain substances, materials, floating
debris, oil, scum, or other pollutants:

a. that will settle to form putrescent or otherwise objectionable
deposits;

b. that are in amounts sufficient to be unsightly or deleterious;

c. that produce color, visible oil sheen, odor, or other conditions in

such degree as to create a nuisance;

d. which are in amounts sufficient to be acutely toxic to , or to
otherwise severely injure or kill aquatic life, other animals, plants,
or humans;

e. which are in concentrations or combinations that will cause or

contribute to the growth of aquatic plants or algae to such a degree
as to create a nuisance, be unsightly, or otherwise impair the
designated uses.

2. outside the mixing zone, to contain substances in concentrations which on
the basis of available scientific data are believed to be sufficient to injure,

be chronically toxic to, or be carcinogenic, mutagenic, or teratogenic to
humans, animals, aquatic life, or plants.

C.  MONITORING AND REPORTING

1. Representative Sampling

Samples and measurements taken as required herein shall be
representative of the volume and nature of the monitored discharge flow
and shall be taken at times which reflect the full range and concentration
of effluent parameters normally expected to be present. Samples shall not
be taken at times to avoid showing elevated levels of any parameters.
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Monthly Reporting

The permittee shall submit monitoring reports to the Indiana Department
of Environmental Management containing results obtained during the
previous month and shall be postmarked no later than the 28th day of the
month following each completed monitoring period. The first report shall
be submitted by the 28th day of the month following the month in which
the permit becomes effective. These reports shall include, but not
necessarily be limited to, the Discharge Monitoring Report (DMR) and the
Monthly Monitoring Report (MMR). All reports shall be mailed to the
IDEM, Office of Water Quality — Mail Code 65-42, Compliance Data
Section, 100 North Senate Ave., Indianapolis, Indiana 46204-2251. In lieu
of mailing paper reports the permittee may submit its reports to IDEM
electronically by using the NetDMR application, upon registration and
approval receipt. Electronically submitted reports (using NetDMR) have
the same deadline as mailed reports. The Regional Administrator may
request the permittee to submit monitoring reports to the Environmental
Protection Agency if it is deemed necessary to assure compliance with the
permit.

a. Calculations that require averaging of measurements of daily
values (both concentrations and mass) shall use an arithmetic
mean, except the monthly average for E. Coli shall be calculated as
a geometric mean.

b. Daily effluent values (both mass and concentration) that are less
than the LOQ that are used to determine the monthly average
effluent level shall be accommodated in calculation of the average
using statistical methods that have been approved by the
Commissioner.

C. Effluent concentrations less than the LOD shall be reported on the
Discharge Monitoring Report (DMR) forms as < (less than) the
value of the LOD. For example, if a substance is not detected at
a concentration of 0.1 pg/l, report the value as <0.1 pg/l.

d. Effluent concentrations greater than or equal to the LOD and less
than the LOQ that are reported on a DMR shall be reported as the
actual value and annotated on the DMR to indicate that the value is
not quantifiable.

e. Mass discharge values which are calculated from concentrations
reported as less than the value of the limit of detection shall be
reported as less than the corresponding mass discharge value.
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f. Mass discharge values that are calculated from effluent
concentrations greater than the limit of detection shall be reported
as the calculated value.

Definitions

a. “Monthly Average” means the total mass or flow-weighted
concentration of all daily discharges during a calendar month on
which daily discharges are sampled or measured, divided by the
number of daily discharges sampled and/or measured during such
calendar month.

The monthly average discharge limitation is the highest allowable
average monthly discharge for any calendar month.

b. “Daily Discharge” means the total mass of a pollutant discharged
during the calendar day or, in the case of a pollutant limited in
terms other than mass pursuant to 327 IAC 5-2-11(e), the average
concentration or other measurement of the pollutant specified over
the calendar day or any twenty-four hour period that reasonably
represents the calendar day for the purposes of sampling.

C. “Daily Maximum” means the maximum allowable daily discharge
for any calendar day.

d. A “24-hour composite sample” means a sample consisting of at
least 3 individual flow-proportioned samples of wastewater, taken
by the grab sample method or by an automatic sampler, which are
taken at approximately equally spaced time intervals for the
duration of the discharge within a 24-hour period and which are
combined prior to analysis. A flow-proportioned composite
sample may be obtained by:

(1) recording the discharge flow rate at the time each
individual sample is taken,

(2) adding together the discharge flow rates recorded from
each individuals sampling time to formulate the “total
flow” value,

3) the discharge flow rate of each individual sampling time is
divided by the total flow value to determine its percentage
of the total flow value,
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(4) then multiply the volume of the total composite sample by
each individual sample’s percentage to determine the
volume of that individual sample which will be included in
the total composite sample.

“Concentration” means the weight of any given material present in
a unit volume of liquid. Unless otherwise indicated in this permit,
concentration values shall be expressed in milligrams per liter

(mg/l).

The “Regional Administrator” is defined as the Region V
Administrator, U.S. EPA, located at 77 West Jackson Boulevard,
Chicago, Illinois 60604.

The “Commissioner” is defined as the Commissioner of the
Indiana Department of Environmental Management, which is
located at the following address: 100 North Senate Avenue,
Indianapolis, Indiana 46204.

“Limit of Detection” or “LOD” means the minimum concentration
of a substance that can be measured and reported with ninety-nine
percent (99%) confidence that the analyte concentration is greater
than zero (0) for a particular analytical method and sample matrix.

“Limit of Quantitation” or “LOQ” means a measurement of the
concentration of a contaminant obtained by using a specified
laboratory procedure calibrated at a specified concentration above
the method detection level. It is considered the lowest
concentration at which a particular contaminant can be
quantitatively measured using a specified laboratory procedure for
monitoring of the contaminant. This term is also sometimes called
limit of quantification or quantification level.

“Method Detection Level” or “MDL” means the minimum
concentration of an analyte (substance) that can be measured and
reported with a ninety-nine percent (99%) confidence that the
analyte concentration is greater than zero (0) as determined by
procedure set forth in 40 CFR 136, Appendix B. The method
detection level or MDL is equivalent to the LOD.

“Grab Sample” means a sample which is taken from a wastestream
on a one-time basis without consideration of the flow rate of the
wastestream and without considerations of time.
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Test Procedures

The analytical and sampling methods used shall conform to the current
version of 40 CFR 136. Multiple editions of Standard Methods for the
Examination of Water and Wastewater are currently approved for most
methods, however, 40 CFR Part 136 should be checked to ascertain if a
particular method is approved for a particular analyte. The approved
methods may be included in the texts listed below. However, different but
equivalent methods are allowable if they receive the prior written approval
of the Commissioner and the U.S. Environmental Protection Agency.

a. Standard Methods for the Examination of Water and Wastewater
18M 19" or 20™ Editions, 1992, 1995, or 1998, American Public
Health Association, Washington, D.C. 20005.

b. A.S.T.M. Standards, Parts 23, Water; Atmosphere Analysis
1972 American Society for Testing and Materials, Philadelphia,
PA 19103.

c. Methods for Chemical Analysis of Water and Wastes
June 1974, Revised, March 1983, Environmental Protection
Agency, Water Quality Office, Analytical Quality Control
Laboratory, 1014 Broadway, Cincinnati, OH 45202.

Recording of Results

For each measurement or sample taken pursuant to the requirements of
this permit, the permittee shall record and maintain records of all
monitoring information and monitoring activities under this permit,
including the following information:

a. The exact place, date, and time of sampling;

b. The person(s) who performed the sampling or measurements;
c. The dates the analyses were performed;

d The person(s) who performed the analyses;

e. The analytical techniques or methods used; and

f. The results of all required analyses and measurements.
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Additional Monitoring by Permittee

If the permittee monitors any pollutant at the location(s) designated herein
more frequently than required by this permit, using approved analytical
methods as specified above, the results of this monitoring shall be
included in the calculation and reporting of the values required in the
monthly Discharge Monitoring Report (DMR). Such increased frequency
shall also be indicated. Other monitoring data not specifically required in
this permit (such as internal process or internal waste stream data) which
is collected by or for the permittee need not be submitted unless requested
by the Commissioner.

Records Retention

All records and information resulting from the monitoring activities
required by this permit, including all records of analyses performed and
calibration and maintenance of instrumentation and recording from
continuous monitoring instrumentation, shall be retained for a minimum of
three (3) years. In cases where the original records are kept at another
location, a copy of all such records shall be kept at the permitted facility.
The three years shall be extended:

a. automatically during the course of any unresolved litigation
regarding the discharge of pollutants by the permittee or regarding
promulgated effluent guidelines applicable to the permittee; or

b. as requested by the Regional Administrator or the Indiana
Department of Environmental Management.

REOPENING CLAUSES

This permit may be modified, or alternately, revoked and reissued, after public
notice and opportunity for hearing:

1.

to comply with any applicable effluent limitation or standard issued or
approved under 301(b)(2)(C),(D) and (E), 304 (b)(2), and 307(a)(2) of the
Clean Water Act, if the effluent limitation or standard so issued or
approved:

a. contains different conditions or is otherwise more stringent than
any effluent limitation in the permit; or

b. controls any pollutant not limited in the permit.
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to incorporate any of the reopening clause provisions cited at 327 IAC 5-
2-16.

to include a case-specific Limit of Detection (LOD) and/or Limit of
Quantitation (LOQ). The permittee must demonstrate that such action is
warranted in accordance with the procedures specified under Appendix B,
40 CFR Part 136, using the most sensitive analytical methods approved by
EPA under 40 CFR Part 136, or approved by the Commissioner.

to reduce the mercury monitoring frequency if twelve (12) months (six (6)
consecutive samples) of monitoring data demonstrate there is not a
reasonable potential for mercury to exceed Indiana water quality
standards; or to include effluent limitations for mercury, if mercury is
found to be discharged at a level that will cause, have the reasonable
potential to cause, or contribute to an excursion above the mercury water
quality criterion.
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PART I

STANDARD CONDITIONS FOR NPDES PERMITS

A. GENERAL CONDITIONS

1.

Duty to Comply

The permittee shall comply with all terms and conditions of this permit in
accordance with 327 IAC 5-2-8(1) and all other requirements of 327 IAC 5-2-8.
Any permit noncompliance constitutes a violation of the Clean Water Act and

IC 13 and is grounds for enforcement action or permit termination, revocation and
reissuance, modification, or denial of a permit renewal application.

It shall not be a defense for a permittee in an enforcement action that it would
have been necessary to halt or reduce the permitted activity in order to maintain

compliance with the conditions of the permit.

Duty to Mitigate

In accordance with 327 IAC 5-2-8(3), the permittee shall take all reasonable steps
to minimize or correct any adverse impact to the environment resulting from
noncompliance with this permit. During periods of noncompliance, the permittee
shall conduct such accelerated or additional monitoring for the affected
parameters, as appropriate or as requested by IDEM, to determine the nature and
impact of the noncompliance.

Duty to Reapply

If the permittee wishes to continue an activity regulated by this permit after the
expiration date of this permit, the permittee must obtain and submit an application
for renewal of this permit in accordance with 327 IAC 5-2-8(2). Itis the
permittee’s responsibility to obtain and submit the application. In accordance
with 327 IAC 5-2-3(c), the owner of the facility or operation from which a
discharge of pollutants occurs is responsible for applying for and obtaining the
NPDES permit, except where the facility or operation is operated by a person
other than an employee of the owner in which case it is the operator’s
responsibility to apply for and obtain the permit. Pursuant to 327 IAC 5-3-
2(a)(2), the application must be submitted at least 180 days before the expiration
date of this permit. This deadline may be extended if:

a. permission is requested in writing before such deadline;

b. IDEM grants permission to submit the application after the deadline; and
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c. the application is received no later than the permit expiration date.

4. Permit Transfers

In accordance with 327 IAC 5-2-8(4)(D), this permit is nontransferable to any
person except in accordance with 327 IAC 5-2-6(c). This permit may be
transferred to another person by the permittee, without modification or revocation
and reissuance being required under 327 IAC 5-2-16(c)(1) or 16(e)(4), if the
following occurs:

~ a. the current permittee notified the Commissioner at least thirty (30) days in

advance of the proposed transfer date;

b. awritten agreement containing a specific date of transfer of permit
responsibility and coverage between the current permittee and the transferee
(including acknowledgment that the existing permittee is liable for violations
up to that date, and the transferee is liable for violations from that date on) is
submitted to the Commissioner;

c. the transferee certifies in writing to the Commissioner their intent to operate
the facility without making such material and substantial alterations or
additions to the facility as would significantly change the nature or quantities
of pollutants discharged and thus constitute cause for permit modification
under 327 IAC 5-2-16(d). However, the Commissioner may allow a
temporary transfer of the permit without permit modification for good cause,
e.g., to enable the transferee to purge and empty the facility’s treatment
system prior to making alterations, despite the transferee’s intent to make such
material and substantial alterations or additions to the facility; and

d. the Commissioner, within thirty (30) days, does not notify the current
permittee and the transferee of the intent to modify, revoke and reissue, or
terminate the permit and to require that a new application be filed rather than
agreeing to the transfer of the permit. -

The Commissioner may require modification or revocation and reissuance of the
permit to identify the new permittee and incorporate such other requirements as

may be necessary under the Clean Water Act or state law.

Permit Actions

In accordance with 327 JAC 5-2-16(b) and 327 IAC 5-2-8(4), this permit may be
modified, revoked and reissued, or terminated for cause, including, but not limited
to, the following:

a. Violation of any terms or conditions of this permit;
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b. Failure of the permittee to disclose fully all relevant facts or misrepresentation
of any relevant facts in the application, or during the permit issuance process;
or

c. A change in any condition that requires either a temporary or a permanent
reduction or elimination of any discharge controlled by the permit, e.g., plant
closure, termination of discharge by connection to a POTW, a change in state
law that requires the reduction or elimination of the discharge, or information
indicating that the permitted discharge poses a substantial threat to human
health or welfare.

Filing of either of the following items does not stay or suspend any permit
condition: (1) a request by the permittee for a permit modification, revocation and
reissuance, or termination, or (2) submittal of information specified in Part II.A.3
of the permit including planned changes or anticipated noncompliance.

The permittee shall submit any information that the permittee knows or has reason
to believe would constitute cause for modification or revocation and reissuance of
the permit at the earliest time such information becomes available, such as plans
for physical alterations or additions to the permitted facility that:

1. could significantly change the nature of, or increase the quantity of
pollutants discharged; or

2. the commissioner may request to evaluate whether such cause exists.

In accordance with 327 IAC 5-1-3(a)(5), the permittee must also provide any
information reasonably requested by the Commissioner.

Property Rights

Pursuant to 327 JAC 5-2-8(6) and 327 IAC 5-2-5(b), the issuance of this permit
does not convey any property rights of any sort or any exclusive privileges, nor
does it authorize any injury to persons or private property or invasion of other
private rights, any infringement of federal, state, or local laws or regulations. The
issuance of the permit also does not preempt any duty to obtain any other state, or
local assent required by law for the discharge or for the construction or operation
of the facility from which a discharge is made.

. Severability

In accordance with 327 IAC 1-1-3, the provisions of this permit are severable and,
if any provision of this permit or the application of any provision of this permit to
any person or circumstance is held invalid, the invalidity shall not affect any other
provisions or applications of the permit which can be given effect without the
invalid provision or application.



Page 15 of 28
Permit No. IN0064122

8. 0il and Hazardous Substance Liability

10.

11.

Nothing in this permit shall be construed to relieve the permittee from any
responsibilities, liabilities, or penalties to which the permittee is or may be subject
to under Section 311 of the Clean Water Act.

State Laws

Nothing in this permit shall be construed to preclude the institution of any legal
action or relieve the permittee from any responsibilities, liabilities, or penalties
established pursuant to any applicable state law or regulation under authority

preserved by Section 510 of the Clean Water Act or state law.

Penalties for Violation of Permit Conditions

Pursuant to IC 13-30-4, a person who violates any provision of this permit, the
water pollution control laws; environmental management laws; or a rule or
standard adopted by the Environmental Rules Board is liable for a civil penalty
not to exceed twenty-five thousand dollars ($25,000) per day of any violation.

Pursuant to IC 13-30-5, a person who obstructs, delays, resists, prevents, or
interferes with (1) the department; or (2) the department’s personnel or designated
agent in the performance of an inspection or investigation performed under IC 13-
14-2-2 commits a class C infraction.

Pursuant to IC 13-30-10-1.5(k), a person who willfully or recklessly violates any
NPDES permit condition or filing requirement, any applicable standards or
limitations of IC 13-18-3-2.4, IC 13-18-4-5, IC 13-18-8, IC 13-18-9, IC 13-18-10,
IC 13-18-12, IC 13-18-14, IC 13-18-15, or IC 13-18-16, or who knowingly
makes any false material statement, representation, or certification in any NPDES
form, notice, or report commits a Class C misdemeanor.

Pursuant to IC 13-30-10-1.5(1), an offense under IC 13-30-10-1.5(k) is a Class D
felony if the offense results in damage to the environment that renders the
environment unfit for human or vertebrate animal life. An offense under IC 13-
30-10-1.5(k) is a Class C felony if the offense results in the death of another
person.

Penalties for Tampering or Falsification

In accordance with 327 IAC 5-2-8(9), the permittee shall comply with
monitoring, recording, and reporting requirements of this permit. The Clean
Water Act, as well as IC 13-30-10-1, provides that any person who knowingly or
intentionally (a) destroys, alters, conceals, or falsely certifies a record that is
required to be maintained under the terms of a permit issued by the department;
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and may be used to determine the status of compliance, (b) renders inaccurate or
inoperative a recording device or a monitoring device required to be maintained
by a permit issued by the department, or (c) falsifies testing or monitoring data
required by a permit issued by the department commits a Class B misdemeanor.

Toxic Pollutants

If any applicable effluent standard or prohibition (including any schedule of
compliance specified in such effluent standard or prohibition) is established under
Section 307(a) of the Clean Water Act for a toxic pollutant injurious to human
health, and that standard or prohibition is more stringent than any limitation for
such pollutant in this permit, this permit shall be modified or revoked and reissued
to conform to the toxic effluent standard or prohibition in accordance with

327 IAC 5-2-8(5). Effluent standards or prohibitions established under Section
307(a) of the Clean Water Act for toxic pollutants injurious to human health are
effective and must be complied with, if applicable to the permittee, within the
time provided in the implementing regulations, even absent permit modification.

Wastewater treatment plant and certified operators

The permittee shall have the wastewater treatment facilities under the responsible
charge of an operator certified by the Commissioner in a classification
corresponding to the classification of the wastewater treatment plant as required
by IC 13-18-11-11 and 327 TAC 5-22. In order to operate a wastewater treatment
plant the operator shall have qualifications as established in 327 IAC 5-22-7.

327 IAC 5-22-10.5(a) provides that a certified operator may be designated as
being in responsible charge of more than one (1) wastewater treatment plant, if it
can be shown that he will give adequate supervision to all units involved.
Adequate supervision means that sufficient time is spent at the plant on a regular
basis to assure that the certified operator is knowledgeable of the actual operations
and that test reports and results are representative of the actual operations
conditions. In accordance with 327 IAC 5-22-3(11), “responsible charge
operator” means the person responsible for the overall daily operation,
supervision, or management of a wastewater facility.

Pursuant to 327 IAC 5-22-10(4), the permittee shall notify IDEM when there is a
change of the person serving as the certified operator in responsible charge of the
wastewater treatment facility. The notification shall be made no later than thirty
(30) days after a change in the operator.
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Construction Permit

In accordance with IC 13-14-8-11.6, a discharger is not required to obtain a state
permit for the modification or construction of a water pollution treatment or
control facility if the discharger has an effective NPDES permit.

If the discharger modifies their existing water pollution treatment or control
facility or constructs a new water pollution treatment or control facility for the
treatment or control of any new influent pollutant or increased levels of any
existing pollutant, then, within thirty (30) days after commencement of operation,
the discharger shall file with the Department of Environment Management a
notice of installation for the additional pollutant control equipment and a design
summary of any modifications.

The notice and design summary shall be sent to the Office of Water
Quality - Mail Code 65-42, Industrial NPDES Permits Section, 100 North
Senate Avenue, Indianapolis, IN 46204-2251.

Inspection and Entry

In accordance with 327 IAC 5-2-8(7), the permittee shall allow the
Commissioner, or an authorized representative, (including an authorized
contractor acting as a representative of the Commissioner) upon the presentation
of credentials and other documents as may be required by law, to:

a. Enter upon the permittee’s premises where a point source, regulated facility,
or activity is located or conducted, or where records must be kept pursuant to
the conditions of this permit;

b. Have access to and copy, at reasonable times, any records that must be kept
under the terms and conditions of this permit;

c. Inspect at reasonable times any facilities, equipment or methods (including
monitoring and control equipment), practices, or operations regulated or
required pursuant to this permit; and

d. Sample or monitor at reasonable times, any discharge of pollutants or
internal wastestreams for the purposes of evaluating compliance with the

permit or as otherwise authorized.

New or Increased Discharge of Pollutants

This permit prohibits the permittee from undertaking any action that would result
in a new or increased discharge of a bioaccumulative chemical of concern (BCC)
or a new or increased permit limit for a regulated pollutant that is not a BCC
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unless one of the following is completed prior to the commencement of the

action:

a. Information is submitted to the Commissioner demonstrating that
the proposed new or increased discharges will not cause a
significant lowering of water quality as defined under 327 IAC 2-
1.3-2(50). Upon review of this information, the Commissioner
may request additional information or may determine that the
proposed increase is a significant lowering of water quality and
require the submittal of an antidegradation demonstration.

b. An ahtidegradation demonstration is submitted to and approved by
the Commissioner in accordance with 327 JAC 2-1.3-5 and 327
TAC 2-1.3-6.

B. MANAGEMENT REQUIREMENTS

1.

Proper Operation and Maintenance

The permittee shall at all times maintain in good working order and
efficiently operate all facilities and systems (and related appurtenances)
for the collection and treatment which are installed or used by the
permittee and which are necessary for achieving compliance with the
terms and conditions of this permit in accordance with 327 IAC 5-2-8(8).

Neither 327 IAC 5-2-8(8), nor this provision, shall be construed to require
the operation of installed treatment facilities that are unnecessary for

achieving compliance with the terms and conditions of the permit.

Bypass of Treatment Facilities

Pursuant to 327 IAC 5-2-8(11):
a. Terms as defined in 327 IAC 5-2-8(11)(A):

(D) “Bypass” means the intentional diversion of a waste stream
from any portion of a treatment facility.

(2) “Severe property damage™ means substantial physical
damage to property, damage to the treatment facilities
which would cause them to become inoperable, or
substantial and permanent loss of natural resources which
can reasonably be expected to occur in the absence of a
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bypass. Severe property damage does not mean economic
loss caused by delays in production.

The permittee may allow a bypass to occur that does not cause a
violation of the effluent limitations in the permit, but only if it is
also for essential maintenance to assure efficient operation. These
bypasses are not subject to the provisions of Part IL.B.2.c., e, and f
of this permit.

Bypasses, as defined in (a) above, are prohibited, and the
Commissioner may take enforcement action against a permittee for
bypass, unless the following occur:

(1) The bypass was unavoidable to prevent loss of life,
personal injury, or severe property damage, as defined
above;

(2) There were no feasible alternatives to the bypass, such as
the use of auxiliary treatment facilities, retention of
untreated wastes, or maintenance during normal periods of
equipment downtime. This condition is not satisfied if
adequate back-up equipment should have been installed in
the exercise of reasonable engineering judgment to prevent
a bypass that occurred during normal periods of equipment
downtime or preventive maintenance; and

(3)  The permittee submitted notices as required under
Part I1.B.2.e; or

4) The condition under Part I1.B.2.b above is met.

Bypasses that result in death or acute injury or illness to animals or
humans must be reported in accordance with the “Spill Response
and Reporting Requirements™ in 327 IAC 2-6.1, including calling
888/233-7745 as soon as possible, but within two (2) hours of
discovery. However, under 327 IAC 2-6.1-3(1), when the
constituents of the bypass are regulated by this permit, and death or
acute injury or illness to animals or humans does not occur, the
reporting requirements of 327 IAC 2-6.1 do not apply.

The permittee must provide the Commissioner with the following
notice:

(1)  If the permittee knows or should have known in advance of
the need for a bypass (anticipated bypass), it shall submit
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prior written notice. If possible, such notice shall be
provided at least ten (10) days before the date of the bypass
for approval by the Commissioner.

2) The permittee shall orally report an unanticipated bypass
that exceeds any effluent limitations in the permit within
24 hours of becoming aware of the bypass noncompliance.
The permittee must also provide a written report within five
(5) days of the time the permittee becomes aware of the
bypass event. The written report must contain a description
of the noncompliance and its cause; the period of
noncompliance, including exact dates and times; if the
cause of noncompliance has not been corrected, the
anticipated time it is expected to continue; and steps taken
or planned to reduce, eliminate and prevent recurrence of
the bypass event.

The Commissioner may approve an anticipated bypass, after
considering its adverse effects, if the Commissioner determines
that it will meet the conditions listed above in Part II.B.2.c. The
Commissioner may impose any conditions determined to be
necessary to minimize any adverse effects.

3. Upset Conditions

Pursuant to 327 IAC 5-2-8(12):

a.

“Upset” means an exceptional incident in which there is
unintentional and temporary noncompliance with technology-based
permit effluent limitations because of factors beyond the
reasonable control of the permittee. An upset does not include
noncompliance to the extent caused by operational error,
improperly designed treatment facilities, inadequate treatment
facilities, lack of preventive maintenance, or careless or improper
operation.

An upset shall constitute an affirmative defense to an action
brought for noncompliance with such technology-based permit
effluent limitations if the requlrements of Paragraph ¢ of this
section, are met.

A permittee who wishes to establish the affirmative defense of
upset shall demonstrate, through properly signed,
contemporaneous operating logs or other relevant evidence, that:
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(1)  An upset occurred and the permittee has identified the
specific cause(s) of the upset;

2) The permitted facility was at the time being properly
operated;

(3)  The permittee complied with any remedial measures
required under Part IL.A.2; and

(4)  The permittee submitted notice of the upset as required in
the “Twenty-Four Hour Reporting Requirements,”
Part 11.C.3, or 327 IAC 2-6.1, whichever is applicable.
However, under 327 IAC 2-6.1-3(1), when the constituents
of the discharge are regulated by this permit, and death or
acute injury or illness to animals or humans does not occur,
the reporting requirements of 327 IAC 2-6.1 do not apply.

d. In any enforcement proceeding, the permittee seeking to establish
the occurrence of an upset has the burden of proof pursuant to 40
CFR 122.41(n)(4).

Removed Substances

Solids, sludges, filter backwash, or other pollutants removed from or
resulting from treatment or control of wastewaters shall be disposed of in a
manner such as to prevent any pollutant from such materials from entering
waters of the State and to be in compliance with all Indiana statutes and
regulations relative to liquid and/or solid waste disposal. The discharge of
pollutants in treated wastewater is allowed in compliance with the
applicable effluent limitations in Part I. of this permit.

C. REPORTING REQUIREMENTS

1.

Planned Changes in Facility or Discharge

Pursuant to 327 IAC 5-2-8(10)(F), the permittee shall give notice to the
Commissioner as soon as possible of any planned physical alterations or
additions to the permitted facility. In this context, permitted facility refers
to a point source discharge, not a wastewater treatment facility. Notice is
required only when either of the following applies:

a. The alteration or addition may meet one of the criteria for
determining whether the facility is a new source as defined in 327
IAC 5-1.5.
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b. The alteration or addition could significantly change the nature of,
or increase the quantity of, pollutants discharged. This notification
applies to pollutants that are subject neither to effluent limitations
in Part I.A. nor to notification requirements in Part IL.C.9. of this
permit.

Following such notice, the permit may be modified to revise existing
pollutant limitations and/or to specify and limit any pollutants not

previously limited.

Monitoring Reports

Pursuant to 327 IAC 5-2-8(9) and 327 IAC 5-2-13 through 15, monitoring
results shall be reported at the intervals and in the form specified in
“Monthly Reporting”, Part 1.C.2.

Twenty-Four Hour Reporting Requirements

Pursuant to 327 IAC 5-2-8(10)(C), the permittee shall orally report to the
Commissioner information on the following types of noncompliance
within 24 hours from the time permittee becomes aware of such
noncompliance. If the noncompliance meets the requirements of item b
(Part I1.C.3.b) or 327 IAC 2-6.1, then the report shall be made within those
prescribed time frames. However, under 327 IAC 2-6.1-3(1), when the
constituents of the discharge that is in noncompliance are regulated by this
permit, and death or acute injury or illness to animals or humans does not
occur, the reporting requirements of 327 IAC 2-6.1 do not apply.

a. Any unanticipated bypass which exceeds any effluent limitation in
the permit;
b. Any noncompliance which may pose a significant danger to human

health or the environment. Reports under this item shall be made
as soon as the permittee becomes aware of the noncomplying
circumstances;

c. Any upset (as defined in Part I1.B.3 above) that causes an
exceedance of any effluent limitation in the permit;

d. Violation of a maximum daily discharge limitation for any of the
folowing toxic pollutants: Zinc and Chromium

The permittee can make the oral reports by calling (317)232-8670 during
regular business hours or by calling (317) 233-7745 ((888)233-7745 toll
free in Indiana) during non-business hours. A written submission shall



Page 23 of 28
Permit No. IN0064122

also be provided within 5 days of the time the permittee becomes aware of
the circumstances. The written submission shall contain a description of
the noncompliance and its cause; the period of noncompliance, including
exact dates and times, and, if the noncompliance has not been corrected,
the anticipated time it is expected to continue; and steps taken or planned
to reduce and eliminate the noncompliance and prevent its recurrence.

The Commissioner may waive the written report on a case-by-case basis if
the oral report has been received within 24 hours. Alternatively the
permittee may submit a “Bypass Fax Report” or a “Noncompliance
Notification Report”, whichever is appropriate, to IDEM at (317) 232-
8637. If a complete fax submittal is sent within 24 hours of the time that
the permittee became aware of the occurrence, then the fax report will
satisfy both the oral and written reporting requirements.

4. Other Compliance/Noncompliance Reporting

Pursuant to 327 IAC 5-2-8(10)(D), the permittee shall report any instance
of noncompliance not reported under the “Twenty-Four Hour Reporting
Requirements” in Part I1.C.3, or any compliance schedules at the time the
pertinent Discharge Monitoring Report is submitted. The report shall
contain the information specified in Part I1.C.3;

The permittee shall also give advance notice to the Commissioner of any
planned changes in the permitted facility or activity which may result in
noncompliance with permit requirements; and

All reports of compliance or noncompliance with, or any progress reports
on, interim and final requirements contained in any compliance schedule
of this permit shall be submitted no later than 14 days following each
schedule date.

5. Other Information

Pursuant to 327 IAC 5-2-8(10)(E), where the permittee becomes aware of
a failure to submit any relevant facts or submitted incorrect information in
a permit application or in any report, the permittee shall promptly submit
such facts or corrected information to the Commissioner.

6. Signatory Requirements

Pursuant to 327 JAC 5-2-22 and 327 TAC 5-2-8(14):

a. All reports required by the permit and other information requested
by the Commissioner shall be signed and certified by a person
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described below or by a duly authorized representative of that
person:

(1) For a corporation: by a responsible corporate officer
defined as a president, secretary, treasurer, any vice-
president of the corporation in charge of a principal
business function, or any other person who performs
similar policymaking or decision making functions for the
corporation or the manager of one or more manufacturing,
production or operating facilities employing more than two
hundred fifty (250) persons or having the gross annual sales
or expenditures exceeding twenty-five million dollars
($25,000,000) (in second quarter 1980 dollars), if authority
to sign documents has been assigned or delegated to the
manager in accordance with corporate procedures.

2) For a partnership or sole proprietorship: by a general
partner or the proprietor, respectively; or

3) For a Federal, State, or local government body or any
agency or political subdivision thereof: by either a principal
executive officer or ranking elected official.

A person is a duly authorized representative only if:

(1) The authorization is made in writing by a person described
above.

2) The authorization specifies either an individual or a
position having responsibility for the overall operation of
the regulated facility or activity, such as the position of
plant manager, operator of a well or a well field,
superintendent, or a position of equivalent responsibility.
(A duly authorized representative may thus be either a
‘named individual or any individual occupying a named
position.); and

(3) The authorization is submitted to the Commissioner.

Certification. Any person signing a document identified under Part
IL.C.6. shall make the following certification:

“I certify under penalty of law that this document and all
attachments were prepared under my direction or supervision in
accordance with a system designed to assure that qualified
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personnel properly gather and evaluate the information submitted.
Based on my inquiry of the person or persons who manage the
system, or those persons directly responsible for gathering the
information, the information submitted is, to the best of my
knowledge and belief, true, accurate, and complete. I am aware
that there are significant penalties for submitting false information,
including the possibility of fine and imprisonment for knowing
violations.” :

Availability of Reports

Except for data determined to be confidential under 327 IAC 12.1,all
reports prepared in accordance with the terms of this permit shall be
available for public inspection at the offices of the Indiana Department of
Environmental Management and the Regional Administrator. As required
by the Clean Water Act, permit applications, permits, and effluent data
shall not be considered confidential.

Penalties for Falsification of Reports

IC 13-30 and 327 IAC 5-2-8(14) provides that any person who knowingly
makes any false statement, representation, or certification in any record or
other document submitted or required to be maintained under this permit,
including monitoring reports or reports of compliance, shall, upon
conviction, be punished by a fine of not more than $10,000 per violation,
or by imprisonment for not more than 180 days per violation, or by both.

Changes in Discharge of Toxic Substances

Pursuant to 40 CFR 122.42(a)(1), 40 CFR 122.42(a)(2), and 327 IAC 5-2-
9, the permittee shall notify the Commissioner as soon as it knows or has
reason to believe:

a. That any activity has occurred or will occur which would result in
the discharge, on a routine or frequent basis, of any pollutant
identified as toxic pursuant to Section 307(a) of the Clean Water
Act which is not limited in the permit, if that discharge will exceed
the highest of the following “notification levels.”

() One hundred micrograms per liter (100pg/1);
(2) Two hundred micrograms per liter (200 pg/1) for acrolein

and acrylonitrile; five hundred micrograms per liter
(500pg/) for 2,4-dinitrophenol and 2-methyl-4,6-
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dinitophenol; and one milligram per liter (1mg/1) for
antimony;

Five (5) times the maximum concentration value reported
for that pollutant in the permit application in accordance
with 40 CFR 122.21(g)(7); or

A notification level established by the Commissioner on a
case-by-case basis, either at his own initiative or upon a
petition by the permittee. This notification level may
exceed the level specified in subdivisions (1), (2), or (3) but
may not exceed the level which can be achieved by the
technology-based treatment requirements applicable to the
permittee under the CWA (see 327 IAC 5-5-2).

That any activity has occurred or will occur which would result in
any discharge, on a non-routine or infrequent basis, of a toxic
pollutant which is not limited in the permit, if that discharge will
exceed the highest of the following “notification levels™:

(1)
oy
3)

4)

Five hundred micrograms per liter (500 pg/l);
One milligram per liter (1 mg/1) for antimony;

Ten (10) times the maximum concentration value
reported for that pollutant in the permit application in
accordance with Sec. 122.21(g)(7).

A notification level established by the Commissioner on
a case-by-case basis, either at his own initiative or upon
a petition by the permittee. This notification level may
exceed the level specified in subdivisions (1), (2), or (3)
but may not exceed the level which can be achieved by
the technology-based treatment requirements

applicable to the permittee under the CWA (see 327
IAC 5-5-2).

That it has begun or expects to begin to use or manufacture, as an
intermediate or final product or byproduct, any toxic pollutant
which was not reported in the permit application under 40 CFR
122.21(g)(9). '
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PART Il

A. 1. CWA 316(a) Alternative Thermal Effluent Limitations (ATEL)

The discharge from Outfall 001 shall not exceed the maximum limits in the
following tables:

Proposed ATEL Table: Daily Maximums
Jan Feb Mar Apr May Jun Jul Aug Sep Oct Nov Dec

¥ 775 73.6 826 853 853 93 93 93 93 853 853 754
°C 253 231 281 29.6 296 322 322 322 322 296 296 241

Proposed ATEL Table: Maximum Weekly Averages

Jan  Feb “ Mar Apr May Jun Jul Aug Sep Oct Nov Dec
°F 68.7 673 80.6 806 806 90 90 90 90 80.6 80.6 68.2
°C 204 196 270 27.0 27.0 322 322 322 322 270 270 201

Monitoring and reporting of the discharge temperature is to occur on a
continuous basis and measurements shall be recorded at a frequency of once
per hour. The highest single recorded measurement for each day shall be
reported on the state monthly monitoring report and on the federal discharge
monitoring report as the maximum daily temperature of that day. The highest
calculated weekly average shall be reported on the state monthly monitoring
report and on the federal discharge monitoring report as the maximum weekly
average.

2. The SIEC will be required to supplement the initial demonstration with
additional information regarding the attractive nature of the thermal discharge
to aquatic life. This supplement should be submitted with the next permit
renewal application and should focus on any potential impacts to growth and
reproduction that may occur if aquatic life selectively stays in the warmer
effluent rather than moving to cooler ambient temperature waters.

B. Polychlorinated Biphenyl

There shall be no discharge of polychlorinated biphenyl (PCBs) compounds such
as those commonly used for transformer fluid. In order to determine compliance
with the PCB prohibition, the permittee shall provide PCB data for Outfall 001
within six (6) months after first discharge.

Parameter Test Method LOD LOQ
PCBs* 608 0.1 ug/l 0.3 ug/t



